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1)EXISTING OR NEW  DOUBLE GLAZED CURTAIN 
WALLING SYSTEM WITH TOUGHENED TINTED SELF 
CLEANING GLASS FRAME POWDERCOATED DUSTY 
GREY  - RAL 7024 

2) PPC ALUMINIUM FLASHING RAL 7024 (BUILDING 
GV-3)

3) ARCHITECTURAL CERAMIC CLADDING PANEL 
SHACKELEY SHG ULVA ULV05 (NATURAL) - (BUILDING 
GV-3)

4) NEW EXTERNAL LOUVRES - DUSTY GREY RAL 7024 

5) EXISTING VERTICAL WEATHERED LOUVRE - NATURAL 
GRANITE

6) BRIDGELINK SOFFIT METAL COMPOSITE EXTERNAL 
CLADDING PANELS - RAL 7024

7) 675 MM DIAMETER STAINLESS STEEL FLUES 2 METRES 
ABOVE TOP ROOF LEVEL

8) EXISTING ARCHITECTURAL CLADDING PANELS -
NATURAL GRANITE FACED LIKE ADJACENT EXISTING 
UNIT 5 BUILDING (OSSA OSSA OS05) (GV-1 and GV-2&
4)

9) EXISTING SCREEN LOUVER POWDERCOATED DUSTY 
GREY - RAL 7024

10) INCREASED HEIGHT OF EXISTING SCREEN LOUVER 
POWDERCOATED DUSTY GREY - RAL 7024

11) NEW SCREEN LOUVER POWDERCOATED WHITE 
ALUMINIUM - RAL 9006

12) METAL COMPOSITE EXTERNAL CLADDING WALL 
PANELS WHITE ALUMINIUM - RAL 7035 - RAL 9010 - RAL 
9002

13) EXISTING LOUVER DOOR POWDERCOATED DUSTY 
GREY - RAL 7024

14) NEW  LOUVER DOOR POWDERCOATED DUSTY 
GREY - RAL 7024

15) EXISTING RAINSCREEN CLADDING OSSA OSSA 
OS05 and SHG RV03

15) EXISTING METAL COMPOSITE PANEL TO WALLS OF 
ROOF PLANT ROOM. INCLUDES ENCLOSURES TO 
STAIRS AT ROOF LEVEL

REFERENCE NUMBERS

LEGEND

NOT PART OF 
PLANNING APPLICATION

S2 ISSUED FOR INFORMATION

FOR PLANNING

NOTES :

1. All rights reserved. All drawings and written material appearing herein constitute original 

and unpublished works of ARC:MC Limited may not be duplicated, used or disclosed without 

written consent.

2. All dimensions shown are in millimetres.

3. This drawing shall be read in conjunction with all Specifications and schedules.

4. All dimensions shall be checked by Contractor prior to any works commencing on site.

5. The contractor shall fully comply with all relevant british standards, regulations, standard 

codes of practice, methods of working, and good practice.

6. Dimensions shall not be scaled from the drawing and the contractor shall be responsible for 

obtaining all dimensions and levels on site for the actual setting out of the works.
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