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FIRE RISK ASSESSMENT 

In compliance with the Regulatory Reform (Fire Safety) Order 2005 

Contract/Project Name Mohawk Wharf Contract/Project Number KENV01 

Area / Location  Mohawk Wharf, Bradfield Road, E16 1AF 

Date   Time   Assessed by   

 

STAGE 1. IDENTIFICATION OF HAZARDS 

Identify what fire related hazards already exist or are brought into the workplace being assessed 

Items for consideration Yes No Control/comments 

1. Are there any flammable liquids stored at the 

workplace? 
1 0 

All flammable liquids are stored within the 

COSHH area  

2. Are there large quantities of combustible materials 

stored, used or allowed to accumulate at the 

workplace? 

1 0 

Not on site. Mostly in the office. Papers, 

cardboard etc. Arrangements need to be made 

for a collection  

3. Are walls covered by substantial areas of 

combustible materials? 
1 0 

In the office, site signs and notices  

4. Are there plastic or rubber materials - especially in 

the form of foam - used or stored in the workplace? 
1 0 

No 

5. Are portable or radiant heaters used in the 

workplace? 
1 0 

Yes 

6. Are there any tasks that introduce ignition sources 

into the workplace? 
2 0 

No  

7. Is smoking permitted in the workplace? 1 0 No 

8. Are there any other fire related hazards presented in 

the workplace? 
1 0 

Mostly in the office such as electrical 

equipment. Computers etc. 

Stage 1 Total 5 

 

STAGE 2. PEOPLE AT RISK 

Consideration needs to be given to employees, and others that are present in the workplace and the risks 
they are exposed to. 

Items for consideration Yes No Control/comments 

1. Are there any employees and others who may be 
unable to react quickly? (e.g. located in remote areas) 

2 0 
Small site and small number of staff all of 
whom are able bodied  

2. Is there just one escape route out of the workplace? 2 0 
No there are a few means of escape  

3. Do people have lengthy or difficult routes to a 
protected area or the outside? 

2 0 
 

4. Will any people be unfamiliar with escape routes? 
1 0 

Visitors perhaps but they should be escorted 

or made aware of escape routes.  

5. Are there any people present with disabilities that 
could hinder their safe evacuation from the 
workplace? (e.g. mobility, hearing, visual etc) 

1 0 

 

6. Is there any sleeping accommodation provided? 2 0  
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Stage 2 Total 1 

STAGE 3. EXISITNG CONTROL MEASURES 

Identify what control measures are currently in place within the workplace for hazards identified at stage one. 
This stage will also help identify where new control measures may have to be introduced. The principles of 
any risk assessment apply; the first control measures to be considered must be elimination or substitution 

Items for consideration Yes No N/A Control/comments 

1. Any flammable liquids appropriately stored? 
1 0 0 

Stored within the COSHH area. Fuel Bowser 
locked when not in use  

2. Are flammables used by trained personnel 
and in accordance with instructions? 0 2 0 

Yes 

3. Are areas of combustible materials arranged 
to reduce rate of surface flame spread and 
separated from sources of heat? 0 2 0 

Office currently has a large amount of 
paperwork. Collection needs to be arranged  

4. Can plastic or rubber materials be replaced? 
 

0 2 0 
 

5. Can portable or radiant heaters be replaced 
or made safe? 

 
0 2 0 

Central heating currently not working but all 
have been PAT tested  

6. Can tasks that create sources of ignition be 
eliminated or are they enforced by safe 
working procedures? 

0 2 0 
 

7. If smoking is permitted is there any an 
allocated area separated from fire hazards? 0 1 0 

Car park  

8. Are all electrical appliances within the 
workplace adequately maintained?  

0 1 0 
Handheld tools awaiting PAT test  

9. Are other identified fire hazards adequately 
controlled? 

0 1 0 
 

Stage 3 Total 5 
 

STAGE 4. FIRE SAFETY STANDARDS 

Assess the adequacy of measures to ensure people remain safe in the event of a fire. 

Items for consideration Yes No Control/comments 

1. Is there automatic heat /smoke detection 
provided within the workplace? 

0 1 
It is not working. Current means of raising the 
alarm is fire horn and shouting  

2. Are there a sufficient number of call points 
located for the workplace? 

 

0 1 
 

3. Is the alarm clearly audible to the building 
occupants? 

0 2 
 

4. Do all know how to recognise the alarm? 0 1  

5. Are there warning devices / procedures in place 
to alert people with hearing or visual 
impairment?  

0 1 
No one here with visual or hearing impairment  

6. Are all detection and warning devices subject to 
maintenance procedures? 

0 2 Need to be replaced on a regular 
basis  
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Stage 4 Total 2 

STAGE 5. MEANS OF ESCAPE 

Items for consideration  Yes No Control/comments 

1. Are all exit routes kept free from 
obstructions? 

0 1 
. 

2. Are there a sufficient number of exits 
from the workplace? 0 1 

 

3. Are exit routes of sufficient width? 

 
0 1 

 

4. Are routes protected? 

 
0 1 

 

5. Are escape routes adequately lit? 

 
0 2 

 

6. Is emergency lighting provided within 
the workplace? 0 1 

Flood lights on site and aluminous signage 

7. Are all exit routes clearly identified with 
the appropriate signage? 

0 1 
 

8. Are people made aware of what action 
to take in the event of a fire? 0 1 

All site staff have signed up to the fire and emergency 
plan and new site members are made aware of such 
plans upon induction  

9. Are there procedures in place to assist 
those with disabilities to a safe place? 0 2 

No one with disability on site although an area we can 
improve on  

 

 

Stage 5 Total 2 

 

STAGE 6. FIRE FIGHTING EQUIPMENT 

Items for consideration Yes No Control/comments 

1. Are there any fire extinguishers 
provided in the workplace? 

0 1 
 

2. Are they suitability located and 
appropriate to the types of fire that 
could occur? 

0 1 
 

3. Is there any other means of firefighting 
equipment provided (e.g. sprinkler 
systems, fire blankets)? 

0 1 
 

4. Are there people trained in the use of 
firefighting equipment within the 
workplace? 

0 1 
Fire Warden’s on site  

5. Is all firefighting equipment subject to 
maintenance procedures  

0 1 
 

 

Stage 6 Total 2 

 



  
 

 

 

4 

Fire Risk Assessment 
 

Fire Risk Assessment Template 
D&CD-HSQE-FRT-056 Rev 00 
 

 

 

Stage 1 Total 5 

Stage 2 Total 1 

Stage 3 Total 5 

Stage 4 Total 2 

Stage 5 Total 2 

Stage 6 Total 1 

OVERALL TOTAL 16 

 

CLASSIFICATION OF FIRE RISK 

0 to 21 LOW RISK 

22 to 40 MEDIUM RISK 

41 to 58 HIGH RISK 

 


