
Vee 
Notch

Manufacturing 
Processes

Rain Water

Incident (Flood, Fire 
Tank Failure) (Op No.)

WWTP

Red Drains

Reed Beds
(Op No.)

Discharge to Ditches 
& Brooks (Op No.)

Blue Drains

Irrigation?
Pump to Irrigation 

(Henry’s) Pond (Op No.)
Y

To  Trailer for
 Removal (Op No.)

Solids

Consent 
Vol Met?

N

RO Plant Trials
(Op No.)

Waste Water Management                                                Issue 01           date of issue 21/8/2025

Balancing Tanks
(Op No.)

Treated Water

Close Notch

Y

Discharge to 
Brook (Op No.)

N
Pump to Pond 3 as 

Pond Levels Require

Apple Garth

ICW Treated Water

Sludge

Apple Garth Pit
Before Weir

Waste

Waste

Old 
Silt Pit

New 
Silt Pit

Capacity 
in Tanks

Y

N

Y
Quality 

OK
N

Overflow to 
Wetlands Pond 1

Progress to Pond 8

Divert Drains to Red

Close Valve 
Pond 3-4

Slip Flow 
Chamber

Primary Treated 
Water

Apple Garth Pit
After Weir

Slip Flow 
Chamber

Apple Garth Pit
After Weir

Pump to Applegarth 
from Pond 3

Divert to Wetlands 
Pond 1

Buffer or 
Tanker away

Buffer

Arrange Tanker 
Disposal (Op No.)

Tanker

Wetlands or 
Applegarth

Wetlands

Contingency 
Actions

Normal Operating 
Conditions Actions

Progress to Pond 3


	Waste Water Management iss 01.vsdx
	Page-1


