
65% Steam Flow

Design point 
83.0 MW
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110.00%
throughput

21
 t/

h

28
.5

t/
h

37
.9

t/
h

M
in

im
um

 fu
el

 th
ro

ug
hp

ut
TB

C 
Co

nt
ra

ct
or

Minimum boiler load

0

20

40

60

80

100

120

0 5 10 15 20 25 30 35 40 45 50

Th
er

m
al

 In
pu

t (
M

W
th

)

Fuel throughput (t/h)


